ABSTRACT: Metal-ion doping can improve the electrochemical performance of Na 3 V 2 (PO 4 ) 3 . However, the reason for the enhanced electrochemical performance and the effects of cation doping on the structure of Na 3 V 2 (PO 4 ) 3 have yet been probed. Herein, Mg 2+ is doped into Na 3 V 2 (PO 4 ) 3 /C according to the firstprinciples calculation. The results indicate that Mg 2+ prefers to reside in the V site and an extra electrochemical active Na + is introduced to the Na 3 V 2 (PO 4 ) 3 /C crystal to maintain the charge balance. The distribution of Mg 2+ in the particle of Na 3 V 2 (PO 4 ) 3 /C is further studied by electrochemical impedance spectroscopy. We find that the highest distribution of Mg 2+ on the surface of the particles leads to facile surface electrochemical reactions for Mg 2+ -doped samples, especially at high rates.
INTRODUCTION
Because of the low cost and abundance of sodium element in the Earth's crust, sodium ion batteries (SIBs) are now attracting more attention for grid-scale energy storage applications. 1−4 In addition, because of the lower half-reaction potential of SIBs than that of lithium ion batteries (LIBs), 5 SIBs can be used in electrolyte systems with lower decomposition potential such as water-based electrolytes, which makes it inexpensive compared to LIBs. Recently, SIBs have been investigated extensively including cathodes, anodes, and electrolytes. However, practical applications of SIBs are limited because of the larger ionic radius of the sodium ion compared to that of the lithium ion (1.02 Å for Na + vs 0.76 Å for Li + ) and higher equivalent weight of Na than that of Li. 6, 7 Thus, it is necessary to find more suitable electrode materials with good structural stability and electrochemical performance to enable more SIB applications.
Because of the highly covalent three-dimensional framework that generates large interstitial space where sodium ions may easily diffuse during the charging/discharging process, 8−12 NASICON-structured compounds are considered as prospective cathode material for sodium ion batteries 13−15 and hybrid ion batteries. 16 Among various sodium super ion conductor (NASICON)-structured compounds, Na 3 V 2 (PO 4 ) 3 shows superior performances. It is worth mentioning that Na 3 V 2 (PO 4 ) 3 possesses a rhombohedral R3̅ C symmetry which benefits sodium ion diffusion. Moreover, Na 3 V 2 (PO 4 ) 3 displays a high voltage plateau (3.4 V) that is relatively higher than that of most other Na ion battery (NIB) cathode materials. 17 The high specific energy density (∼400 W·h/kg) and high thermal stability of Na 3 V 2 (PO 4 ) 3 are suitable for large-scale energy storage. 18, 19 Although Na 3 V 2 (PO 4 ) 3 has many advantages, low electrical conductivity (similar to Li 3 V 2 (PO 4 ) 3 and LiFePO 4 ) significantly limits its electrochemical performance. 20−22 Until now, coating various carbon materials, reducing the particle size, and doping metal ions have been adopted to improve the electrochemical performance and cation doping is an effective and simple way to modify Na 3 V 2 (PO 4 ) 3 2 , and citric acid were used as raw materials. First, NH 4 VO 3 was dissolved in deionized water and stirred at 80°C. Citric acid solution, NaOH solution, Mg(CH 3 COO) 2 solution, and NH 4 H 2 PO 4 solution were added into the above NH 4 VO 3 solution while stirring everything at 80°C. After several hours, all the water evaporated and the solution subsequently turned into a gel. The gel was calcinated at 800°C in the flowing argon atmosphere for 8 h to obtain Na 3+x V 2−x Mg x (PO 4 ) 3 /C with the respected composition (x = 0, 0.05, and 0.1). All chemicals were used directly without any further purification.
2.2. Characterization. X-ray diffraction (XRD) measurements on all the materials were performed using Cu Kα radiation to identify the crystalline phase. Rietveld refinement was performed using FullProf software. Na-ion conductivity was measured with electrochemical impedance spectroscopy using an impedance analyzer Solartron 1255B) in the frequency range of 100 kHz to 10 mHz at 25, 50, and 60°C. Inductively coupled plasma (ICP) analysis was performed using a PerkinElmer 3700 optical emission plasma spectrometer.
The structure of the Na-rich Na 3.05 V 1.95 Mg 0.05 (PO 4 ) 3 /C sample was investigated by using a FEI Tecnai G2 F20 transmission electron microscope equipped with selected area electrode diffraction patterns and the scanning transmission electron microscope (STEM) operated at 200 kV.
2.3. Computational Methods. 2.3.1. Density Functional Theory Calculations. All density functional theory (DFT) calculations were performed using Vienna Ab initio Simulation Package 31 within the projector augmented wave method. 32 The Perdew−Burke−Ernzerhof generalized gradient approximation 33 with Hubbards correction (GGA +U) was used for the exchange-correlation functional. For all DFT energy calculations, a plane-wave cutoff of 520 eV and a k-point density of at least 1000/(number of atoms in unit cell) and spinpolarized condition were used for all cases. All structure manipulations and postanalysis were carried out using Python Materials Genomics (Pymatgen) 34 2.3.4. Phase Stability and Dopant Formation Energy. The phase stability of a given compound Na x V y P z O u M v (M is the dopant species) was estimated using the energy above the convex hull (E hull ) 38 in the corresponding Na−V−P−O−M phase diagram. Precomputed data used in phase diagram construction were all obtained from the Materials Project (MP) 39 database using the Materials Project API. 40 The E hull value of stable phases is 0 meV/atom. The higher the E hull is, the less stable the compound is predicted to be. In this work, an E hull value of 20 meV/atom is chosen as the cutoff value beyond which the chemistry is considered to be unstable to be synthesized. The neutral dopant formation energy was calculated using the formalism reported by Wei et al., 41 which indicates the dopability of divalent dopant M 2+ into the host NASICON material. The computational details are similar to the previous report. 42 Specifically, the dopant formation energy is calculated using the formalism:
where E tot [M] and E tot [bulk] are the total energies of the structure with and without the neutral dopant M, respectively. n i is the number of species i that is being added (n i > 0) or removed (n i < 0). μ i is the atomic chemical potential of species i that varies based on different experimental conditions. In this work, the lower bound of the dopant formation energy was calculated, which is equal to the difference of decomposition energies between the doped and host materials.
Electrochemical Tests.
Electrochemical measurements of Na 3+x V 2−x Mg x (PO 4 ) 3 /C (x = 0, 0.05, and 0.1) samples were carried out using CR2016 coin cells. Na metal was used as the counter electrode. The electrodes were made by mixing the active material, carbon black, and poly(vinylidene fluoride) in an 8:1:1 ratio. Then the electrodes were dried at 100°C for 10 h. Afterward, 10 mm diameter circular disk electrodes were cut to form the electrode. The mass loading of the active material on the electrode was about 4.0 mg cm −2 . The cells were cycled in 1 M NaPF 6 in PC while using glass fiber (Whatman GF/F) as the separator. Galvanostatic experiments were carried out using an Arbin BT2000 battery testing system. The voltage range was maintained between 2.5 and 4.0 V. Before the galvanostatic charging/discharging tests, the batteries underwent an aging process for over 2 h to make sure Na 3+x V 2−x Mg x (PO 4 ) 3 /C (x = 0, 0.05, and 0.1) was fully soaked by the electrolyte.
RESULTS AND DISCUSSION
All synthesized samples Na 3+x V 2−x Mg x (PO 4 ) 3 /C (x = 0, 0.05, and 0.1) were found to crystallize in the NASICON structure (R3̅ C space group, rhombohedral unit with 2 Na in 18e position and 1 Na in 6b position). The XRD patterns are shown in Figure 1 and the Rietveld analysis of the sample with x = 0 and 0.05 are reproduced in Figure 2 . The refinement was done by the FullProf program.
23,30 Figure 2 shows that the calculated pattern matches well with the observed pattern. The s t r u c t u r a l p a r a m e t e r s o f N a 3 V 2 ( P O 4 ) 3 / C a n d Na 3.05 V 1.95 Mg 0.05 (PO 4 ) 3 /C phases as determined from the Rietveld refinement are illustrated in Table 1 . The reasonably small R factors show that a single phase was obtained and no impurity phases were detected at the resolution of our X-ray diffractometer. To confirm that Mg 2+ doping can improve the Na 3 V 2 (PO 4 ) 3 p e r f o r m a n c e , e l e c t r o c h e m i c a l m e a s u r e m e n t s o f Na 3+x V 2−x Mg x (PO 4 ) 3 /C (x = 0, 0.05, and 0.1) samples were carried out, as shown in Figure 3 . The cycle performance at 1 and 10 C are displayed in parts (a) and (b), respectively, of , and it has a capacity retention of 88.9% after 180 cycles. However, the undoped Na 3 V 2 (PO 4 ) 3 /C can deliver only 88.8 and 63 mA h g −1 at the first cycle and after 180 cycles, respectively.
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The rate performance is shown in Figure 3c . It is obvious that the rate ability of Mg 2+ -doped Na 3 V 2 (PO 4 ) 3 /C is better than that of the undoped sample. Na 3.05 V 1.95 Mg 0.05 (PO 4 ) 3 /C delivers 95.5 and 92.1 mA h g −1 at 15 and 20 C, respectively, whereas Na 3 V 2 (PO 4 ) 3 /C delivers only 64.7 and 50.6 mA h g −1 at the same rates. The above results demonstrate that doping can improve the electrochemical performance. In addition, it is found that the higher the rate, the greater the difference in the electrochemical performance between the Mg 2+ -doped sample and the undoped sample.
The reason for the enhanced electrochemical performance of the doped samples is explored. According to previous reports, 43, 44 there are Na site and V site for Na 3 V 2 (PO 4 ) 3 to substitute. There are also two Na sites for Na 3 V 2 (PO 4 ) 3 and the crystal structure is displayed in Figure S1 of the Supporting Information. Na(1) site has sixfold coordination situated between two adjacent V 2 (PO 4 ) 3 units along the z axis. Na(2) site has eightfold coordination located at the same z value as the phosphorus atoms between two PO 4 tetrahedra. For each formula, there are three positions for Na(2) and one position for Na (1) . The sodium ions at the Na(2) site are electrochemically active when Na 3 V 2 (PO 4 ) 3 is used as cathode of SIBs. For Na 3 V 2 (PO 4 ) 3 , two of the three sodium ions are in the Na(2) site and the remaining sodium ions are located in the Na(1) site. Because of the different valences among Mg 2+ , V 3+ , and Na + , the molar ratio of V 3+ and Na + is changed to keep the charge balance when Mg 2+ migrates to a different site. Because of the complexity of the crystal structure and the valence of the elements, identifying the doping site is vital to understand how the dopant influences the electrochemical properties. Three mechanisms of Mg 2+ -doped Na 3 V 2 (PO 4 ) 3 are studied and illustrated in Table 2 . The detailed crystal structure corresponding to the different mechanisms is shown in Figure  4 . In Figure 4a , one Na + in the Na(2) site disappears when a Mg 2+ replaces one Na + because of the lower valence of Na + compared to that of Mg
2+
. As a result, the electrochemically active Na decreases as Mg 2+ increases and moves to the Na site. In mechanism 2, charge compensation is achieved by a V 3+ becoming V
4+
, which reduces the available redox couples for storage. Finally, in mechanism 3, an additional Na + is introduced to the Na(2) site (Figure 4c ) when Mg 2+ is doped into the V site and V 3+ does not change the valence; hence, more electrochemical Na + is inserted into the crystal. To determine which mechanism happens in this work, several methods are used and discussed below. Chem. Mater. XXXX, XXX, XXX−XXX Li et al. 45 proposed an effective way to explore the preferred doping site in polyanion materials. Their formula is shown as follow:
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where X M and X M1 (2) are electronegativity values of the dopant and the substituted ion and r M and r M1 (2) The doping site was studied by first-principles calculations. Table 3 shows the phase stability represented by E hull with respect to the different Mg 2+ doping mechanism. Mechanism 3 is most probable as shown in Table 3 . Mg 2+ is inclined to go to the V site, which is consistent with the above empirical formula. It can be concluded that more Na + is introduced to the crystal structure to keep the charge balance.
On the basis of the above results, first-principles calculations were carried out only under mechanism 3 to find potential doping species and the preferred doping concentration among divalent ions [ ]. The chemical stability and doping concentration (x = 0.0625, 0.125, 0.25, and 0.5) relationship for both mechanisms are shown in Figure 5 , which indicates that the phase stability decreases as dopant concentrates. However, Mg 2+ -doped chemistries remain relatively stable within the tested dopant concentrations. This observed stability may be due to the similar ionic radius of Mg 2+ (86 pm) and V 3+ (78 pm), which alleviates the structural distortion from doping.
All the theoretical results above show that Mg 2+ prefers to go to the V site and the doping site was proved by an experimental method. Because of the different valence numbers between Mg 2+ , V 3+ , and Na + , the molar ratio of V and Na is changed to keep the charge balance when Mg 2+ goes to the different sites as discussed above. Table S1 and Table S2 illustrate the theoretical ratios of Na, V, Mg, and P for different doping sites. The real compositions of undoped and Mg 2+ -doped Na 3 V 2 (PO 4 ) 3 /C were explored by ICP and the results are displayed in Table S3 . The comparison of the Na/V ratio trend for different doping sites is displayed in Figure 6 . It is found that the Na/V trend from ICP is consistent with the Na/V ratio of theoretical value (Mg 2+ is doped on V site). The experimental results demonstrate that Mg 2+ goes to the V site and more Na + is introduced to Na 3 V 2 (PO 4 ) 3 crystal structure to keep the charge balance. Hence, Mg 2+ -doped Na 3 V 2 (PO 4 ) 3 / C shows better electrochemical performance because inserting excess Na + is electrochemically active during the charging/ discharging process.
To explain the reason for the enhanced electrochemical performance at high rates for Mg 2+ -doped Na 3 V 2 (PO 4 ) 3 /C, the crystal structure and kinetic properties were investigated in detail. The unit cell volumes of Na 3+x V 2−x Mg x (PO 4 ) 3 from firstprinciples calculation are provided in Table 4 . When x increases from 0 to 0.0625, the volume increases from 1438.74 to 1499.52, that is, by 4%. However, the XRD refinement results show a volume increase from 1436.374 to 1438.004 when x increases from 0 to 0.05, which is only about 0.1% of the volume change. It is worth noting that the model from calculation is built based on the uniform distribution of Mg 2+ . From the noticeable difference of volume changes between first-principles calculation and XRD Rietveld refinement, it can be inferred that Mg 2+ is not evenly distributed in the bulk. To verify this assumption, the internal resistance of sodium h a l f c e l l a s s e m b l e d w i t h N a 3 V 2 ( P O 4 ) 3 / C a n d Na 3.05 V 1.95 Mg 0.05 (PO 4 ) 3 /C were evaluated. The Nyquist plots are shown in Figure 7 . In the Nyquist plots, each impedance spectrum consists of a depressed semicircle at high frequency and a slope line in the low-frequency range. The high-frequency region of the semicircle is attributed to interfacial resistance between the electrode and the electrolyte (ion migration through the surface layer and the charge-transfer reaction through the electrode−electrolyte interphase), while the slope line is due to Warburg impedance, which originates from the diffusion of sodium ions into the bulk of the electrode material. 46−48 In Figure 7a , the semicircle is hardly changed at different temperatures in Na 3 V 2 (PO 4 ) 3 /C; however, when Mg 2+ is doped into Na 3 V 2 (PO 4 ) 3 , the interfacial resistance decreases as the temperature increases, shown in Figure 7b . It can be concluded that Mg 2+ doping has a significant impact on doping has little influence on the diffusion coefficient of sodium ions in the bulk of the particle. Combined with the results of crystal volume change, interfacial resistance changes, and ion diffusion in the bulk, Mg 2+ is mainly distributed on the surface of particles as illustrated in Figure 8 .
It is well-known that cation doping improves the electrochemical performance mainly because of the structural stability and enhanced ionic and electronic conductivity induced by the doped ion. 21, 48, 49 However, the enhanced electrochemical performance is also related to the doped ion distribution. Nonuniform distribution of Mg 2+ may lead to stratification of Na 3 V 2 (PO 4 ) 3 particles. As shown in Figure 8 , most of the Mg 2+ are distributed on the particle surface layer and less Mg 2+ are disseminated in the bulk of Na 3 V 2 (PO 4 ) 3 particle. This is further demonstrated in the Supporting Information. According to previous reports, cation doping can enlarge the Na ion diffusion pathway. 30 Hence, nonuniform distribution of Mg 2+ doping brings out faster Na + diffusion on the surface than that in the bulk of the particle. At the same time, shown in the SEM image of Na 3 V 2 (PO 4 ) 3 /C from Figure S2 , the microscale particle size hinders the electrochemical performance with the long ionic diffusion distance. 50 When batteries are cycled at high rates, it is hard for Na + to go into the bulk of Na 3 V 2 (PO 4 ) 3 /C particle because of the short time for such a long ionic diffusion distance. As a result, the electrochemical reaction occurs mainly on the surface of the particle. The surface property of active material is vital for electrochemical reaction since effective charge carriers must successfully diffuse to the surface and undergo interfacial charge transfer. 51 Therefore, the modified surface property for Mg 2+ -doped samples leads to the superior electrochemical performance compared to that of the undoped sample.
CONCLUSIONS
In summary, a series of Na-rich Na 3+x V 2−x Mg x (PO 4 ) 3 /C (x = 0, 0.05, and 0.1) cathode materials were synthesized by the sol− gel method. All doped samples display improved electrochemical performance, especially at high rates. To probe how Mg 2+ doping affects the electrochemical performance of Na 3 V 2 (PO 4 ) 3 /C, the doping site was explored by empirical formula, first-principles calculation, and ICP. The results indicate that Mg 2+ prefers to go to the V site and extra Na + is introduced to Na 3 V 2 (PO 4 ) 3 /C crystal to keep the charge balance. Because the extra Na + is located in the Na(2) site, it not only increases the electrochemically active Na + content but also stabilizes the crystal structure. In addition, the distribution of Mg 2+ in the Na 3 V 2 (PO 4 ) 3 /C particle also influences the electrochemical performance. Combined with the results of the crystal volume shifts, interfacial resistance changes, and ion diffusion in the bulk, it can be concluded that Mg 2+ distributes on the surface of Na 3 V 2 (PO 4 ) 3 /C particle. This will facilitate the surface reaction during charging/discharging, leading to excellent rate performance of the material. 
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